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EDUS071718 Power Supply
1. Power Supply

Note: Power Supply Intake ; Outdoor Unit

Indoor Unit Outdoor Unit Power Supply

FDMQ09RVJU RX09RMVJU 1 phase, 208 - 230 V, 60 Hz

FDMQ12RVJU RX12RMVJU

FDMQ15RVJU RX15RMVJU

FDMQ18RVJU RX18RMVJU

FDMQ24RVJU RX24RMVJU
Split Type Air Conditioners FDMQ-R Series 3



Functions EDUS071718
2. Functions
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Basic 
Functions

Inverter (with inverter power control) Health & 
Cleanliness

Auto cleaning filter — —

Operation limit for cooling
Refer to P. 34

Air-purifying filter — —

Operation limit for heating Titanium apatite deodorizing filter — —

PAM control Silver ion anti-bacterial drain pan

Standby electricity saving — — Longlife filter (option)

Compressor Oval scroll compressor — — Air filter — —

Swing compressor Filter cleaning indicator

Rotary compressor — — Wipe-clean flat panel — —

Reluctance DC motor Washable grille — —

Comfortable 
Airflow

Power-airflow flap (horizontal blade) — — MOLD PROOF operation — —

Power-airflow dual flaps 
(horizontal blade) — —

Good-sleep cooling operation — —

Timer Setpoint auto reset —

Power-airflow diffuser — — Setpoint range restriction —

Wide-angle louvers (vertical blades) — — WEEKLY TIMER operation — —

Auto-swing (up and down) — — Schedule TIMER operation —

Auto-swing (right and left) — — 24-hour ON/OFF TIMER —

Individual flap control — — Count up/down ON/OFF timer —

3-D airflow — — NIGHT SET mode — —

COMFORT AIRFLOW operation — — Off Timer (turns unit off after set time) —

Switchable fan speed (3 steps)   Worry Free 
(Reliability & 
Durability)

Auto-restart (after power failure)

Auto fan speed — Self-diagnosis (R/C, LED)

Comfort 
Control

Indoor unit quiet operation — — Wiring error check function — —

NIGHT QUIET mode (automatic) — — Anti-corrosion treatment of outdoor 
heat exchangerOUTDOOR UNIT QUIET operation 

(manual) — — Flexibility Multi-split/split type compatible indoor 
unit2 selectable temperature sensors —

Auto-cooling/heating changeover H/P, C/O compatible indoor unit — —

Quick warming function Flexible power supply 
correspondence — —

Hot-start function

Automatic defrosting
Chargeless 32.8 ft 

(10 m)
32.8 ft 
(10 m)Program dry function

Fan only Either side drain (right or left) — —

Lifestyle 
Convenience

POWERFUL operation (non-inverter) — — Drain pump

POWERFUL operation (inverter) — — Power selection — —

Priority-room setting — — Low outdoor temperature cooling 
operation (-20°C) (-4°F)COOL/HEAT mode lock — —

HOME LEAVE operation — — °F/°C changeover R/C temperature 
display (factory setting: °F) —

ECONO operation — —

Emergency operation switch — Remote 
Control

Remote control adaptor
(normal open pulse contact) (option) — —

Signal receiving sign —

R/C with back light — Remote control adaptor 
(normal open contact) (option) — —

DIII-NET compatible (adaptor) (option)

Wireless LAN connection — —

Remote 
Controller

Wireless (option)

Wired (option)

Note:  : Available
— : Not available

 Receiving sound only
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EDUS071718 Specifications
3. Specifications

Notes: 1 Indoor temp.: 80.0°FDB (26.7°CDB), 67.0°FWB (19.4°CWB) / Outdoor temp.: 95.0°FDB (35.0°CDB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

2 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 47.0°FDB (8.3°CDB), 43.0°FWB (6.1°CWB) / Equivalent 
piping length: 25 ft (7.6 m) / Level difference: 0

3 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 17.0°FDB (-8.3°CDB), 15.0°FWB (-9.4°CWB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

4 Capacities are net, including a deduction for cooling (an addition for heating) for indoor fan motor heat.
5 External static pressure is changeable in 13 (FDMQ09/12RVJU), 11 (FDMQ15/18/24RVJU) stages by remote 

controller.
6 Air filter is not standard accessory, but please mount it in the duct system of the suction side.

Select its dust collection efficiency (gravity method) 50% or more.

Model
Indoor Unit FDMQ09RVJU FDMQ12RVJU

Outdoor Unit
RX09RMVJU RX12RMVJU

Cooling Heating Cooling Heating
Power Supply 1 phase, 208-230 V, 60 Hz 1 phase, 208-230 V, 60 Hz

Cooling capacity 1 4
kW 2.64 — 3.18 —

Btu/h 9,000 — 10,800 —
kcal/h 2,270 — 2,720 —

Heating capacity 2 4
kW — 3.18 — 3.99

Btu/h — 10,900 — 13,600
kcal/h — 2,750 — 3,430

Heating capacity 3 4
kW — 1.98 — 2.49

Btu/h — 6,800 — 8,500
kcal/h — 1,710 — 2,140

SEER/HSPF 17.8 10.3 19.4 10.6
COP (Rated) W/W — 4.1 — 3.7
EER (Rated) Btu/W·h 11.1 — 11.6 —
Indoor Unit FDMQ09RVJU FDMQ12RVJU
Casing Color — —
Dimensions (H × W × D) in. (mm) 9-5/8 × 27-9/16 × 31-1/2 (245 × 700 × 800) 9-5/8 × 27-9/16 × 31-1/2 (245 × 700 × 800)

Coil
Type Cross Fin Coil Cross Fin Coil
Rows × Stages × Fin per Inch 3 × 26 × 18 3 × 26 × 18
Face Area ft² (m²) 1-15/16 (0.178) 1-15/16 (0.178)

Fan

Type Sirocco Fan Sirocco Fan
Motor Output W 130 130

Airflow Rate H / M / L cfm 
(m³/min)

343 / 290 / 240 
(9.7 / 8.2 / 6.8)

343 / 290 / 240 
(9.7 / 8.2 / 6.8)

392 / 332 / 275 
(11.1 / 9.4 / 7.8)

392 / 332 / 275 
(11.1 / 9.4 / 7.8)

External Static Pressure 
5

inH2O 0.20 (0.60 - 0.12) 0.20 (0.60 - 0.12)
Pa 50 (150 - 30) 50 (150 - 30)

Sound Pressure Level dB(A) 32 32 33 33
Sound Power Level dB(A) 46 46 47 47
Air Filter 6 — —
Weight (Mass) Lbs (kg) 64 (29) 64 (29)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 3/8 (9.5) (Flare) φ 3/8 (9.5) (Flare)
Drain in. (mm) I.D. φ 1 (25) / O.D. φ 1-1/4 (32) I.D. φ 1 (25) / O.D. φ 1-1/4 (32)

Remote Controller 
(Option)

Wired BRC1E73 BRC1E73
Wireless BRC082A43 BRC082A43

Outdoor Unit RX09RMVJU RX12RMVJU
Casing Color Ivory White Ivory White
Dimensions (H × W × D) in. (mm) 21-5/8 × 26-9/16 × 11-3/16 (550 × 675 × 284) 21-5/8 × 26-9/16 × 11-3/16 (550 × 675 × 284) 

Coil
Type Cross Fin Coil Cross Fin Coil
Rows × Stages × Fin per Inch 2 × 24 × 17 2 × 24 × 17
Face Area ft² (m²) 3-11/16 (0.342) 3-11/16 (0.342)

Compressor
Model 1YC23AUXD 1YC23AUXD
Type Hermetically Sealed Swing Type Hermetically Sealed Swing Type
Motor Output W 790 790

Fan

Type Propeller Propeller
Motor Output W 39 39

Airflow Rate cfm 
(m³/min) 985 (27.9) 1,105 (31.3) 1,105 (31.3) 1,105 (31.3)

Sound Pressure Level dB(A) 46 50 49 51
Sound Power Level dB(A) 58 62 61 63
Weight (Mass) Lbs (kg) 60 (27) 60 (27)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 3/8 (9.5) (Flare) φ 3/8 (9.5) (Flare)
Drain in. (mm) I.D. φ 5/8 (16) I.D. φ 5/8 (16)

Safety Devices Fuse Fuse
Capacity Step % Compressor Revolution Speed Control (Inverter System) Compressor Revolution Speed Control (Inverter System)
Refrigerant Control Electronic Expansion Valve Electronic Expansion Valve
Max. Interunit Piping Length ft (m) 65-5/8 (20) 65-5/8 (20)
Max. Interunit Height Difference ft (m) 49-1/4 (15) 49-1/4 (15)

Refrigerant
Type R-410A R-410A
Charge Lbs (kg) 2.09 (0.95) 2.09 (0.95)

Refrigerant Oil
Type FVC50K FVC50K
Charge fl oz (L) 12.68 (0.375) 12.68 (0.375)

Drawing No. 3D112997C 3D112997C

Conversion Formulae

kcal/h = kW × 860
Btu/h = kW × 3412
cfm = m³/min × 35.3
Split Type Air Conditioners FDMQ-R Series 5



Specifications EDUS071718
Notes: 1 Indoor temp.: 80.0°FDB (26.7°CDB), 67.0°FWB (19.4°CWB) / Outdoor temp.: 95.0°FDB (35.0°CDB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

2 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 47.0°FDB (8.3°CDB), 43.0°FWB (6.1°CWB) / Equivalent 
piping length: 25 ft (7.6 m) / Level difference: 0

3 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 17.0°FDB (-8.3°CDB), 15.0°FWB (-9.4°CWB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

4 Capacities are net, including a deduction for cooling (an addition for heating) for indoor fan motor heat.
5 External static pressure is changeable in 13 (FDMQ09/12RVJU), 11 (FDMQ15/18/24RVJU) stages by remote 

controller.
6 Air filter is not standard accessory, but please mount it in the duct system of the suction side.

Select its dust collection efficiency (gravity method) 50% or more.

Model
Indoor Unit FDMQ15RVJU FDMQ18RVJU

Outdoor Unit
RX15RMVJU RX18RMVJU

Cooling Heating Cooling Heating
Power Supply 1 phase, 208-230 V, 60 Hz 1 phase, 208-230 V, 60 Hz

Cooling capacity 1 4
kW 4.23 — 5.16 —

Btu/h 14,400 — 17,600 —
kcal/h 3,630 — 4,440 —

Heating capacity 2 4
kW — 5.28 — 6.33

Btu/h — 18,000 — 21,600
kcal/h — 4,540 — 5,440

Heating capacity 3 4
kW — 3.36 — 3.99

Btu/h — 11,500 — 13,600
kcal/h — 2,900 — 3,430

SEER/HSPF 20.2 10.3 18.5 10.3
COP (Rated) W/W — 3.8 — 3.8
EER (Rated) Btu/W·h 12.7 — 12.50 —
Indoor Unit FDMQ15RVJU FDMQ18RVJU
Casing Color — —
Dimensions (H × W × D) in. (mm) 9-5/8 × 39-3/8 × 31-1/2 (245 × 1,000 × 800) 9-5/8 × 39-3/8 × 31-1/2 (245 × 1,000 × 800)

Coil
Type Cross Fin Coil Cross Fin Coil
Rows × Stages × Fin per Inch 2 × 26 × 18 3 × 26 × 18
Face Area ft² (m²) 3-1/8 (0.288) 3-1/8 (0.288)

Fan

Type Sirocco Fan Sirocco Fan
Motor Output W 230 230

Airflow Rate H / M / L cfm 
(m³/min)

516 / 438 / 360 
(14.6 / 12.4 / 10.2)

516 / 438 / 360 
(14.6 / 12.4 / 10.2)

675 / 572 / 473 
(19.1 / 16.2 / 13.4)

675 / 572 / 473 
(19.1 / 16.2 / 13.4)

External Static Pressure 
5

inH2O 0.20 (0.60 - 0.20) 0.20 (0.60 - 0.20)
Pa 50 (150 - 50) 50 (150 - 50)

Sound Pressure Level dB(A) 34 34 35 35
Sound Power Level dB(A) 48 48 49 49
Air Filter 6 — —
Weight (Mass) Lbs (kg) 77 (35) 82 (37)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 1/2 (12.7) (Flare) φ 1/2 (12.7) (Flare)
Drain in. (mm) I.D. φ 1 (25) / O.D. φ 1-1/4 (32) I.D. φ 1 (25) / O.D. φ 1-1/4 (32)

Remote Controller 
(Option)

Wired BRC1E73 BRC1E73
Wireless BRC082A43 BRC082A43

Outdoor Unit RX15RMVJU RX18RMVJU
Casing Color Ivory White Ivory White
Dimensions (H × W × D) in. (mm) 28-15/16 × 34-1/4 × 12-5/8 (735 × 870 × 320) 28-15/16 × 34-1/4 × 12-5/8 (735 × 870 × 320) 

Coil
Type Cross Fin Coil Cross Fin Coil
Rows × Stages × Fin per Inch 1 × 32 × 18 1 × 32 × 18
Face Area ft² (m²) 7-1/8 (0.664) 7-1/8 (0.664)

Compressor
Model 2YC36PXD 2YC36PXD
Type Hermetically Sealed Swing Type Hermetically Sealed Swing Type
Motor Output W 1,100 1,100

Fan

Type Propeller Propeller
Motor Output W 91 110

Airflow Rate cfm 
(m³/min) 2,313 (65.5) 2,108 (59.7) 2,461 (69.7) 2,553 (72.3)

Sound Pressure Level dB(A) 50 51 54 55
Sound Power Level dB(A) 62 63 66 67
Weight (Mass) Lbs (kg) 97 (44) 97 (44)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 1/2 (12.7) (Flare) φ 1/2 (12.7) (Flare)
Drain in. (mm) I.D. φ 5/8 (16) I.D. φ 5/8 (16)

Safety Devices Fuse Fuse
Capacity Step % Compressor Revolution Speed Control (Inverter System) Compressor Revolution Speed Control (Inverter System)
Refrigerant Control Electronic Expansion Valve Electronic Expansion Valve
Max. Interunit Piping Length ft (m) 98-1/2 (30) 98-1/2 (30)
Max. Interunit Height Difference ft (m) 65-5/8 (20) 65-5/8 (20)

Refrigerant
Type R-410A R-410A
Charge Lbs (kg) 2.49 (1.13) 2.49 (1.13)

Refrigerant Oil
Type FVC50K FVC50K
Charge fl oz (L) 21.98 (0.650) 21.98 (0.650)

Drawing No. 3D112997C 3D112997C

Conversion Formulae

kcal/h = kW × 860
Btu/h = kW × 3412
cfm = m³/min × 35.3
6 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Specifications
Notes: 1 Indoor temp.: 80.0°FDB (26.7°CDB), 67.0°FWB (19.4°CWB) / Outdoor temp.: 95.0°FDB (35.0°CDB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

2 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 47.0°FDB (8.3°CDB), 43.0°FWB (6.1°CWB) / Equivalent 
piping length: 25 ft (7.6 m) / Level difference: 0

3 Indoor temp.: 70.0°FDB (21.1°CDB) / Outdoor temp.: 17.0°FDB (-8.3°CDB), 15.0°FWB (-9.4°CWB) / 
Equivalent piping length: 25 ft (7.6 m) / Level difference: 0

4 Capacities are net, including a deduction for cooling (an addition for heating) for indoor fan motor heat.
5 External static pressure is changeable in 13 (FDMQ09/12RVJU), 11 (FDMQ15/18/24RVJU) stages by remote 

controller.
6 Air filter is not standard accessory, but please mount it in the duct system of the suction side.

Select its dust collection efficiency (gravity method) 50% or more.

Model
Indoor Unit FDMQ24RVJU

Outdoor Unit
RX24RMVJU

Cooling Heating
Power Supply 1 phase, 208-230 V, 60 Hz

Cooling capacity 1 4
kW 6.39 —

Btu/h 21,800 —
kcal/h 5,500 —

Heating capacity 2 4
kW — 7.02

Btu/h — 24,000
kcal/h — 6,050

Heating capacity 3 4
kW — 4.41

Btu/h — 15,000
kcal/h — 3,780

SEER/HSPF 18.6 10.0
COP (Rated) W/W — 3.8
EER (Rated) Btu/W·h 12.5 —
Indoor Unit FDMQ24RVJU
Casing Color —
Dimensions (H × W × D) in. (mm) 9-5/8 × 39-3/8 × 31-1/2 (245 × 1,000 × 800)

Coil
Type Cross Fin Coil
Rows × Stages × Fin per Inch 3 × 26 × 18
Face Area ft² (m²) 3-1/8 (0.288)

Fan

Type Sirocco Fan
Motor Output W 230

Airflow Rate H / M / L cfm 
(m³/min)

798 / 678 / 558 
(22.6 / 19.2 / 15.8)

798 / 678 / 558 
(22.6 / 19.2 / 15.8)

External Static Pressure 
5

inH2O 0.20 (0.60 - 0.20)
Pa 50 (150 - 50)

Sound Pressure Level dB(A) 40 40
Sound Power Level dB(A) 54 54
Air Filter 6 —
Weight (Mass) Lbs (kg) 82 (37)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 5/8 (15.9) (Flare)
Drain in. (mm) I.D. φ 1 (25) / O.D. φ 1-1/4 (32)

Remote Controller 
(Option)

Wired BRC1E73
Wireless BRC082A43

Outdoor Unit RX24RMVJU
Casing Color Ivory White
Dimensions (H × W × D) in. (mm) 28-15/16 × 34-1/4 × 12-5/8 (735 × 870 × 320) 

Coil
Type Cross Fin Coil
Rows × Stages × Fin per Inch 2 × 32 × 18
Face Area ft² (m²) 7-1/16 (0.658)

Compressor
Model 2YC36PXD
Type Hermetically Sealed Swing Type
Motor Output W 1,100

Fan

Type Propeller
Motor Output W 125

Airflow Rate cfm 
(m³/min) 2,642 (74.8) 2,642 (74.8)

Sound Pressure Level dB(A) 56 58
Sound Power Level dB(A) 68 70
Weight (Mass) Lbs (kg) 108 (49)

Piping Connections
Liquid in. (mm) φ 1/4 (6.4) (Flare)
Gas in. (mm) φ 5/8 (15.9) (Flare)
Drain in. (mm) I.D. φ 5/8 (16)

Safety Devices Fuse
Capacity Step % Compressor Revolution Speed Control (Inverter System)
Refrigerant Control Electronic Expansion Valve
Max. Interunit Piping Length ft (m) 98-1/2 (30)
Max. Interunit Height Difference ft (m) 65-5/8 (20)

Refrigerant
Type R-410A
Charge Lbs (kg) 3.20 (1.45)

Refrigerant Oil
Type FVC50K
Charge fl oz (L) 21.98 (0.650)

Drawing No. 3D112997C

Conversion Formulae

kcal/h = kW × 860
Btu/h = kW × 3412
cfm = m³/min × 35.3
Split Type Air Conditioners FDMQ-R Series 7



Dimensions EDUS071718
4. Dimensions
4.1 Indoor Unit

FDMQ09/12RVJU

FDMQ15/18/24RVJU
8 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Dimensions
BRC1E73 — Wired Remote Controller (Option) —

BRC082A43 — Wireless Remote Controller (Option) —

NOTE)1. REMOTE CONTROLLER CORD AND STAPLE ARE NOT ATTACHED.UPPER CASE LOWER CASE
• REMOTE CONTROLLER DIMENSIONS THEY ARE FIELD SUPPLIED PARTS.

• SPECIFICATIONS OF CORD

TYPE VINYL CORD WITH SHEATH OR CABLE
(INSULATED THICKNESS: 1 mm OR MORE)

SIZE AWG16 OR AWG18

1640 ft.1-
5/

8

 

4-
3/

4

3-
5/

16

(GREEN)

1-
9/

16

CORD OUTLET HOLE

1-1/84-3/4 3/4
3/16 x 9/16 OBLONG HOLE7/8 1-15/16

3/16 x 1/4 OBLONG HOLE
1-13/16

• INSTALLATION METHOD

CONDUIT
A EXPOSED CORD

STAPLE
C EMBEDDED CORD (USE SWITCH BOX)B EMBEDDED CORD

3/43/4
UPPER OUTLET

3-
5/

16

3-
5/

16

1-
9/

16

1-1/8 1-13/161-15/16 NOTE)2
0~3/16THROUGH HOLE SWITCH BOX FOR ONE SWITCH

(φ5/16~φ3/8)
SWITCH BOX FOR TWO SWITCH

EX.) KJB111A 
(OPTIONAL ACCESSORY)

LEFT OUTLET EX.) KJB211A
 (OPTIONAL ACCESSORY)

3/4

LOWER CASE PORTION LOWER CASE PORTION SWITCH BOX
[FIELD SUPPLIED PART]

3D091305A

UPPER CENTER 
OUTLET

( )BETWEEN REMOTE 
CONTROLLER AND 
CONTROL BOX

OPERATION 
LAMP

TOTAL 
LENGTH

2. IF THE HOLE SIZE IS TOO LARGE OR THE LOCATION IS NOT PROPER, 
THE HOLE MAY COME OUT FROM THE REMOTE CONTROLLER.
Split Type Air Conditioners FDMQ-R Series 9



Dimensions EDUS071718
4.2 Outdoor Unit

RX09/12RMVJU

RX15/18RMVJU

OUTDOOR AIR THERMISTOR 9/16 (15) 26-9/16 (675) 1-5/16 (50) 5/16 (8)

HANDLE 1/2 (12.4)11-3/16 (284)13/16 (20) GROUNDBRAND NAME PLATE

4-
1/

8 
(1

04
)

6-
7/

16
 (

16
4)

21
-5

/8
 (

55
0)

6-1/4 (159)13/16 (20)

*A

*B

12
-1

/8
 (

30
8)

12
-1

3/
16

 (
32

6)

*A*A
16-1/16 (408)

1/
2 

(1
3)

18-1/2 (470) 3-13/16 (97)1-
1/

8 
(2

9)

MINIMUM SPACE FOR AIR PASSAGE
5-

7/
8 

(1
50

)

1-
15

/1
6 

(5
0)

5-
7/

8 
(1

50
)

3-
15

/1
6 

(1
00

)

1-15/16 (50)1-15/16 (50)

3-
15

/1
6 

(1
00

)

1-15/16 (50)

UNIT: inch (mm)

11
-1

3/
16

 (
30

0)

MANUFACTURER'S 
LABEL

SERVICE 
PORT

STOP VALVE 
COVER

LIQUID 
STOP VALVE
(φ1/4 (φ6.4) CuT)

GAS 
STOP VALVE
(φ3/8 (φ9.5) CuT)

IN CASE OF REMOVING 
STOP VALVE COVER

4-HOLES FOR FOUNDATION BOLTS 
5/16 OR 3/8 (M8 OR M10)

DRAIN OUTLET
(I.D φ5/8 (φ15.9mm) HOSE FOR CONNECTION 
WITH DRAIN JOINT)

*A,*B DRAIN OUTLET 
WHEN CONDUCTING CONCENTRATED 
DRAIN PIPING WORK, ATTACH THE 
SUPPLIED DRAIN CAPS.

WALL HEIGHT ON AIR OUTLET SIDE 
=LESS THAN 47-1/4 (1200)

3D092206C

HANDLE 2-3/4 (70)9/16 (14) 34-1/4 (870)
OUTDOOR AIR THERMISTOR1-3/16 (30)12-5/8 (320)1/4 (7) ELECTRIC WIRE INTAKEBRAND NAME PLATE

MANUFACTURER'S LABEL

3/4 (19)

28
-1

5/
16

 (
73

5)

7/8 (23)
9/16 (14.5)

23-5/8 (600) 4-15/16 (125)
13-5/8 (346) 7/16 (11)

14-1/2 (368)

GROUND TERMINAL MINIMUM SPACE FOR AIR PASSAGE11
-7

/1
6 

(2
91

)

3-
15

/1
6 

(1
00

)

20-11/16 (525)

1-15/16 (50)1-15/16 (50) 1-15/16 (50)

13
-3

/4
 (

35
0)

3-
15

/1
6 

(1
00

)

3-
15

/1
6 

(1
00

)

13
-3

/4
 (

35
0)

4-
1/

8 
(1

05
)

6-
1/

2 
(1

65
)

13
-3

/4
 (

35
0)

UNIT: inch (mm)6-13/16 (173)

(INSTALLATION LEG 
PITCH)

4-HOLES FOR FOUNDATION BOLTS 
(M8 OR M10)

DRAIN OUTLET
(I.D φ5/8 (φ15.9) HOSE FOR 
CONNECTION WITH DRAIN JOINT)

WALL HEIGHT ON AIR OUTLET SIDE
=LESS THAN 47-1/4 (1200)

SERVICE 
PORT

LIQUID 
STOP VALVE 
(φ1/4 (φ6.4) CuT)

GAS 
STOP VALVE 
(φ1/2 (φ12.7) CuT)

IN CASE OF REMOVING 
STOP VALVE COVER AND 
TERMINAL STRIP COVER

C: 3D092224B
10 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Dimensions
RX24RMVJU

HANDLE 34-1/4 (870) 2-3/4 (70)9/16 (14)
OUTDOOR AIR THERMISTOR1/4 (7) 1-3/16 (30)12-5/8 (320) ELECTRIC WIRE INTAKEBRAND NAME PLATE

MANUFACTURER'S LABEL

3/4 (19)
28

-1
5/

16
 (

73
5)

7/8 (23)
9/16 (14.5)

4-15/16 (125)23-5/8 (600) 7/16 (11)13-5/8 (346)

14-1/2 (368)

GROUND TERMINAL MINIMUM SPACE FOR AIR PASSAGE11
-7

/1
6 

(2
91

)

3-
15

/1
6 

(1
00

)

20-11/16 (525)

1-15/16 (50)1-15/16 (50) 1-15/16 (50)13
-3

/4
 (

35
0)

3-
15

/1
6 

(1
00

)

3-
15

/1
6 

(1
00

)

13
-3

/4
 (

35
0)

4-
1/

8 
(1

05
)

6-
1/

2 
(1

65
)

13
-3

/4
 (

35
0)

UNIT: inch (mm)6-13/16 (173)

(INSTALLATION 
LEG PITCH)

WALL HEIGHT ON AIR OUTLET SIDE 
=LESS THAN 47-1/4 (1200)

DRAIN OUTLET 
(I.D. φ5/8 (φ15.9) HOSE FOR 
CONNECTION WITH DRAIN JOINT)

4-HOLES FOR FOUNDATION BOLTS 
(M8 OR M10)

SERVICE 
PORT

IN CASE OF REMOVING 
STOP VALVE COVER AND 
TERMINAL STRIP COVER

LIQUID 
STOP VALVE 
(φ1/4 (φ6.4) CuT)

GAS 
STOP VALVE 
(φ5/8 (φ15.9) CuT)

C: 3D092230A
Split Type Air Conditioners FDMQ-R Series 11



Wiring Diagrams EDUS071718
5. Wiring Diagrams
5.1 Indoor Unit

FDMQ09/12/15/18/24RVJU
12 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Wiring Diagrams
5.2 Outdoor Unit

RX09/12RMVJU

RX15/18/24RMVJU

WIRING DIAGRAM
FIELD WIRING

INDOOR

MRM20 IPM1
X1M DB1TO INDOOR UNIT HL1 ~ + +1L1 BLK1

MRM10HN1
ZFV2WHT2 2L2 +

~S PAM C7--3 RED3

V3 -V1

L1

W V UG
R

N
/Y

LW

L2
SA1

PSE1POWER SUPPLY
MRCW

B
LU

R
E

D

Y
LW

E2

G
R

N

S40 S70S20 S90 X11AS80
71 41 1 23 6 6 11

PCB

G
R

N

OUTDOOR

B
LK

B
LK

B
LU

R
ED

O
R

G

B
LK

B
LK

B
LK

B
LK

B
LK

B
LK

R
E

D
R

E
D

B
LU

BR
N

R
ED

O
RG

W
H

T

W
HT

YL
W

NOTE
V

UWt˚ t˚ t˚ MSMY1S Q1L

Y1E M1CM1F

: GROUND

FU3 
30A

N=5 
Z3C

N=4 
Z2C

FU1 
3.15A

FU2 
3.15A

Z1C 
N=4

MS 
3~R1T 

(OUTDOOR)
R3T 
(DISCHARGE)

R2T 

(CONDENSER)
IN CASE OF 
HEAT PUMP TYPE

1. REFER TO THE NAMEPLATE FOR THE POWER REQUIREMENTS.

C7
DB1
FU1, FU2, FU3
IPM1
L1, L2
M1C
M1F
MRM10, MRM20, 
MRCW
PAM
PCB

: CAPACITOR
: DIODE BRIDGE
: FUSE
: INTELLIGENT POWER MODULE
: LIVE
: COMPRESSOR MOTOR
: FAN MOTOR

: MAGNETIC RELAY
: PULSE AMPLITUDE MODULATION
: PRINTED CIRCUIT BOARD

PS
Q1L
R1T, R2T, R3T
S20, S40, S70, 
S80, S90, X11A
SA1

: SWITCHING POWER SUPPLY
: OVERLOAD PROTECTOR
: THERMISTOR

: CONNECTOR
: SURGE ABSORBER

V1, V2, V3
X1M
Y1E
Y1S
Z1C, Z2C, Z3C
ZF

: VARISTOR
: TERMINAL BLOCK
: ELECTRONIC EXPANSION VALVE COIL
: REVERSING SOLENOID VALVE COIL
: FERRITE CORE
: NOISE FILTER

3D105962A
Split Type Air Conditioners FDMQ-R Series 13



Piping Diagrams EDUS071718
6. Piping Diagrams
6.1 Indoor Unit

FDMQ09/12/15/18/24RVJU
14 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Piping Diagrams
6.2 Outdoor Unit

RX09/12RMVJU

RX15/18RMVJU

OUTDOOR UNIT

HEAT EXCHANGER9/32 CuT

9/32 CuT

3/
8 

C
uT

3/16 CuT 1/4 CuT 1/4 CuT

3/16 CuT
M

PROPELLER FAN

3/8 CuT

3/
8 

C
uT

3/
16

 C
uT

3/
8 

C
uT

5/
16

 C
uT

MUFFLER
3/8 CuT 3/8 CuT

REFRIGERANT FLOW5/16 CuT
ACCUMULATOR MUFFLER COOLING

HEATING
COMPRESSOR

OUTDOOR TEMPERATURE 
THERMISTOR

HEAT EXCHANGER 
THERMISTOR

MUFFLER 
WITH 

FILTER
MOTOR 
OPERATED 
VALVE MUFFLER 

WITH 
FILTER

LIQUID STOP 
VALVE

FIELD PIPING 
(1/4 CuT)

FIELD PIPING 
(3/8 CuT)

GAS STOP VALVE 
WITH SERVICE PORT

DISCHARGE PIPE 
THERMISTOR

FOUR WAY 
VALVE 
ON : HEATING

3D092207B

OUTDOOR UNIT

HEAT EXCHANGER
9/32 CuT

9/32 CuT

9/32 CuT1/
2 

C
uT

9/32 CuT CAPILLARY TUBE 1
5/32 CuT

1/4 CuT1/4 CuTCAPILLARY TUBE 2 REFRIGERANT FLOW
5/32 CuT

COOLING

HEATING

M

PROPELLER FAN

STRAINER
1/2 CuT

1/4 CuT
1/2 CuT1/2 CuT

MUFFLER

5/
16

 C
uT

1/4 CuT

MUFFLER
1/2 CuTACCUMULATOR5/16 CuT

COMPRESSOR

HEAT EXCHANGER 
THERMISTOR

OUTDOOR AIR 
THERMISTOR

MUFFLER 
WITH 

FILTER

ELECTRONIC 
EXPANSION 

VALVE

LIQUID 
RECEIVER

FIELD PIPING

(1/4 CuT)

FIELD PIPING

(1/2 CuT)

LIQUID 
STOP VALVE

GAS STOP VALVE 
WITH SERVICE PORT

DISCHARGE PIPE 
THERMISTOR

FOUR WAY 

VALVE 

ON: HEATING

3D092220B
Split Type Air Conditioners FDMQ-R Series 15



Piping Diagrams EDUS071718
RX24RMVJU

OUTDOOR UNIT

HEAT EXCHANGER
9/32 CuT

9/32 CuT

CAPILLARY TUBE 19/32 CuT
5/32 CuT

9/32 CuT
1/

2 
C

uT
CAPILLARY TUBE 2
5/32 CuT 1/4 CuT1/4 CuT9/32 CuT REFRIGERANT FLOW
CAPILLARY TUBE 39/32 CuT 5/32 CuT COOLING

HEATING

M

PROPELLER FAN

STRAINER
1/2 CuT

1/4 CuT
1/2 CuT1/2 CuT

MUFFLER

5/
16

 C
uT

1/4 CuT

MUFFLER
1/2 CuTACCUMULATOR

5/16 CuT

COMPRESSOR

HEAT EXCHANGER 
THERMISTOR

FOUR WAY 

VALVE 

ON: HEATING DISCHARGE PIPE 
THERMISTOR

LIQUID 
STOP VALVE

GAS STOP VALVE 
WITH SERVICE PORT

LIQUID 
RECEIVER

ELECTRONIC 
EXPANSION 

VALVE

MUFFLER 
WITH 

FILTER

FIELD PIPING

(5/8 CuT)

FIELD PIPING

(1/4 CuT)

OUTDOOR AIR 
THERMISTOR

3D092249A
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EDUS071718 Capacity Tables
7. Capacity Tables

FDMQ09RVJU + RX09RMVJU

60 Hz, 208 V
Cooling

Heating

AFR 9.1

BF 0.11

Temp: Celsius
TC, SHC, PI: kW

INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 2.95 2.27 0.50 2.70 2.15 0.62 2.46 2.03 0.74 2.33 1.98 0.80 2.21 1.92 0.86 2.06 1.85 0.93

16.0 22.0 3.07 2.23 0.51 2.82 2.11 0.63 2.58 2.00 0.75 2.46 1.95 0.81 2.33 1.90 0.87 2.19 1.83 0.94

18.0 25.0 3.19 2.34 0.51 2.95 2.24 0.63 2.70 2.13 0.75 2.58 2.08 0.81 2.45 2.03 0.87 2.31 1.98 0.94

19.4 26.7 3.25 2.48 0.51 3.01 2.38 0.63 2.76 2.28 0.75 2.64 2.23 0.81 2.51 2.18 0.87 2.37 2.13 0.94

22.0 30.0 3.43 2.39 0.52 3.19 2.30 0.64 2.94 2.21 0.76 2.82 2.17 0.82 2.70 2.13 0.88 2.55 2.08 0.95

24.0 32.0 3.56 2.33 0.58 3.31 2.25 0.64 3.06 2.17 0.76 2.94 2.13 0.82 2.82 2.09 0.88 2.67 2.05 0.95

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 10.06 7.74 0.50 9.22 7.34 0.62 8.38 6.94 0.74 7.96 6.74 0.80 7.54 6.55 0.86 7.04 6.32 0.93

60.8 71.6 10.47 7.59 0.51 9.64 7.21 0.63 8.80 6.84 0.75 8.38 6.66 0.81 7.96 6.47 0.87 7.46 6.26 0.94

64.4 77.0 10.89 7.98 0.51 10.05 7.63 0.63 9.21 7.28 0.75 8.79 7.11 0.81 8.37 6.94 0.87 7.87 6.74 0.94

67.0 80.0 11.10 8.45 0.51 10.26 8.11 0.63 9.42 7.78 0.75 9.00 7.61 0.81 8.58 7.45 0.87 8.08 7.26 0.94

71.6 86.0 11.72 8.15 0.52 10.88 7.85 0.64 10.04 7.55 0.76 9.62 7.41 0.82 9.20 7.27 0.88 8.70 7.10 0.95

75.2 89.6 12.13 7.94 0.58 11.29 7.66 0.64 10.46 7.40 0.76 10.04 7.26 0.82 9.62 7.13 0.88 9.11 6.98 0.95

AFR 11.3

Temp: Celsius
TC, PI: kW

INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 1.52 0.50 1.86 0.53 2.13 0.55 2.44 0.58 3.30 0.76 3.59 0.79 4.17 0.84

21.1 1.43 0.52 1.77 0.54 2.04 0.57 2.35 0.59 3.18 0.78 3.48 0.80 4.06 0.86

22.0 1.39 0.52 1.73 0.55 2.00 0.57 2.31 0.60 3.15 0.79 3.44 0.81 4.02 0.86

24.0 1.35 0.53 1.70 0.56 1.97 0.58 2.27 0.60 3.11 0.79 3.39 0.82 3.97 0.87

25.0 1.33 0.53 1.68 0.56 1.95 0.58 2.25 0.61 3.08 0.80 3.37 0.82 3.95 0.87

27.0 1.30 0.54 1.64 0.56 1.91 0.59 2.22 0.61 3.04 0.80 3.33 0.83 3.91 0.88

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 5.19 0.50 6.36 0.53 7.28 0.55 8.33 0.58 11.28 0.76 12.26 0.79 14.23 0.84

70.0 4.87 0.52 6.04 0.54 6.96 0.57 8.01 0.59 10.90 0.78 11.88 0.80 13.85 0.86

71.6 4.74 0.52 5.91 0.55 6.84 0.57 7.88 0.60 10.75 0.79 11.73 0.81 13.70 0.86

75.2 4.62 0.53 5.79 0.56 6.71 0.58 7.75 0.60 10.60 0.79 11.58 0.82 13.55 0.87

77.0 4.55 0.53 5.72 0.56 6.64 0.58 7.69 0.61 10.52 0.80 11.51 0.82 13.48 0.87

80.6 4.42 0.54 5.60 0.56 6.52 0.59 7.56 0.61 10.37 0.80 11.36 0.83 13.33 0.88
Split Type Air Conditioners FDMQ-R Series 17



Capacity Tables EDUS071718
60 Hz, 230 V
Cooling

Heating

AFR 9.1

BF 0.11

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 2.95 2.27 0.50 2.70 2.15 0.62 2.46 2.03 0.74 2.33 1.98 0.80 2.21 1.92 0.86 2.06 1.85 0.93

16.0 22.0 3.07 2.23 0.51 2.82 2.11 0.63 2.58 2.00 0.75 2.46 1.95 0.81 2.33 1.90 0.87 2.19 1.83 0.94

18.0 25.0 3.19 2.34 0.51 2.95 2.24 0.63 2.70 2.13 0.75 2.58 2.08 0.81 2.45 2.03 0.87 2.31 1.98 0.94

19.4 26.7 3.25 2.48 0.51 3.01 2.38 0.63 2.76 2.28 0.75 2.64 2.23 0.81 2.51 2.18 0.87 2.37 2.13 0.94

22.0 30.0 3.43 2.39 0.52 3.19 2.30 0.64 2.94 2.21 0.76 2.82 2.17 0.82 2.70 2.13 0.88 2.55 2.08 0.95

24.0 32.0 3.56 2.33 0.58 3.31 2.25 0.64 3.06 2.17 0.76 2.94 2.13 0.82 2.82 2.09 0.88 2.67 2.05 0.95

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 10.06 7.74 0.50 9.22 7.34 0.62 8.38 6.94 0.74 7.96 6.74 0.80 7.54 6.55 0.86 7.04 6.32 0.93

60.8 71.6 10.47 7.59 0.51 9.64 7.21 0.63 8.80 6.84 0.75 8.38 6.66 0.81 7.96 6.47 0.87 7.46 6.26 0.94

64.4 77.0 10.89 7.98 0.51 10.05 7.63 0.63 9.21 7.28 0.75 8.79 7.11 0.81 8.37 6.94 0.87 7.87 6.74 0.94

67.0 80.0 11.10 8.45 0.51 10.26 8.11 0.63 9.42 7.78 0.75 9.00 7.61 0.81 8.58 7.45 0.87 8.08 7.26 0.94

71.6 86.0 11.72 8.15 0.52 10.88 7.85 0.64 10.04 7.55 0.76 9.62 7.41 0.82 9.20 7.27 0.88 8.70 7.10 0.95

75.2 89.6 12.13 7.94 0.58 11.29 7.66 0.64 10.46 7.40 0.76 10.04 7.26 0.82 9.62 7.13 0.88 9.11 6.98 0.95

AFR 11.3

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 1.52 0.50 1.83 0.53 2.13 0.55 2.44 0.58 3.30 0.76 3.59 0.79 4.17 0.84

21.1 1.43 0.52 1.73 0.54 2.04 0.57 2.35 0.59 3.18 0.78 3.48 0.80 4.06 0.86

22.0 1.39 0.52 1.70 0.55 2.00 0.57 2.31 0.60 3.15 0.79 3.44 0.81 4.02 0.86

24.0 1.35 0.53 1.66 0.55 1.97 0.58 2.27 0.60 3.11 0.79 3.39 0.82 3.97 0.87

25.0 1.33 0.53 1.64 0.56 1.95 0.58 2.25 0.61 3.08 0.80 3.37 0.82 3.95 0.87

27.0 1.30 0.54 1.60 0.56 1.91 0.59 2.22 0.61 3.04 0.80 3.33 0.83 3.91 0.88

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 5.19 0.50 6.24 0.53 7.28 0.55 8.33 0.58 11.28 0.76 12.26 0.79 14.23 0.84

70.0 4.87 0.52 5.92 0.54 6.96 0.57 8.01 0.59 10.90 0.78 11.88 0.80 13.85 0.86

71.6 4.74 0.52 5.79 0.55 6.84 0.57 7.88 0.60 10.75 0.79 11.73 0.81 13.70 0.86

75.2 4.62 0.53 5.66 0.55 6.71 0.58 7.75 0.60 10.60 0.79 11.58 0.82 13.55 0.87

77.0 4.55 0.53 5.60 0.56 6.64 0.58 7.69 0.61 10.52 0.80 11.51 0.82 13.48 0.87

80.6 4.42 0.54 5.47 0.56 6.52 0.59 7.56 0.61 10.37 0.80 11.36 0.83 13.33 0.88
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EDUS071718 Capacity Tables
C: 3D113019A

Symbols: Notes:
AFR : Airflow rate (m3/min.) 1.  shows nominal (rated) capacities and power input.

2. TC, PI and SHC must be calculated by interpolation using the figures in the 
above tables. (Figures out of the tables should not be used for calculation.)

3. Capacities are based on the following conditions.
Corresponding refrigerant piping length : 25 ft (7.6 m)
Level difference : 0 ft (0 m)

BF : Bypass factor

EWB : Entering wet bulb temp. (°C) / (°F)

EDB : Entering dry bulb temp. (°C) / (°F)

TC : Total capacity (kW) / (kBtu/h)

SHC : Sensible heat capacity (kW) / (kBtu/h)

PI : Power input (kW)
Split Type Air Conditioners FDMQ-R Series 19



Capacity Tables EDUS071718
FDMQ12RVJU + RX12RMVJU

60 Hz, 208 V
Cooling

Heating

AFR 10.3

BF 0.15

Temp: Celsius
TC, SHC, PI: kW

INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 3.54 2.63 0.58 3.24 2.48 0.71 2.95 2.34 0.85 2.80 2.26 0.92 2.65 2.19 0.99 2.48 2.11 1.07

16.0 22.0 3.68 2.57 0.58 3.39 2.44 0.72 3.09 2.30 0.86 2.95 2.24 0.92 2.80 2.17 0.99 2.62 2.09 1.08

18.0 25.0 3.83 2.69 0.58 3.53 2.56 0.72 3.24 2.44 0.86 3.09 2.38 0.93 2.94 2.32 1.00 2.77 2.24 1.08

19.4 26.7 3.90 2.84 0.59 3.61 2.71 0.72 3.31 2.59 0.86 3.18 2.53 0.93 3.02 2.47 1.00 2.84 2.40 1.08

22.0 30.0 4.12 2.73 0.59 3.83 2.62 0.73 3.53 2.51 0.87 3.38 2.46 0.94 3.24 2.41 1.01 3.06 2.35 1.09

24.0 32.0 4.27 2.65 0.67 3.97 2.55 0.73 3.68 2.46 0.87 3.53 2.41 0.94 3.38 2.36 1.01 3.21 2.31 1.09

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 12.07 8.96 0.58 11.06 8.46 0.71 10.06 7.97 0.85 9.56 7.73 0.92 9.05 7.49 0.99 8.45 7.21 1.07

60.8 71.6 12.57 8.78 0.58 11.56 8.31 0.72 10.56 7.85 0.86 10.05 7.63 0.92 9.55 7.40 0.99 8.95 7.14 1.08

64.4 77.0 13.07 9.18 0.58 12.06 8.74 0.72 11.05 8.32 0.86 10.55 8.11 0.93 10.05 7.90 1.00 9.44 7.65 1.08

67.0 80.0 13.31 9.68 0.59 12.31 9.26 0.72 11.30 8.84 0.86 10.80 8.64 0.93 10.30 8.44 1.00 9.69 8.21 1.08

71.6 86.0 14.06 9.31 0.59 13.06 8.94 0.73 12.05 8.58 0.87 11.55 8.40 0.94 11.04 8.22 1.01 10.44 8.01 1.09

75.2 89.6 14.56 9.05 0.67 13.55 8.72 0.73 12.55 8.38 0.87 12.04 8.22 0.94 11.54 8.06 1.01 10.94 7.87 1.09

AFR 12.7

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 1.90 0.69 2.28 0.73 2.66 0.76 3.05 0.80 4.12 1.05 4.48 1.09 5.20 1.16

21.1 1.78 0.71 2.16 0.75 2.55 0.78 2.93 0.82 3.99 1.08 4.35 1.11 5.07 1.18

22.0 1.73 0.72 2.12 0.76 2.50 0.79 2.88 0.83 3.93 1.09 4.29 1.12 5.01 1.19

24.0 1.69 0.73 2.07 0.76 2.45 0.80 2.84 0.83 3.88 1.10 4.24 1.13 4.96 1.20

25.0 1.66 0.73 2.05 0.77 2.43 0.80 2.81 0.84 3.85 1.10 4.21 1.14 4.93 1.21

27.0 1.62 0.74 2.00 0.78 2.38 0.81 2.77 0.85 3.79 1.11 4.15 1.15 4.87 1.22

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 6.48 0.69 7.78 0.73 9.09 0.76 10.39 0.80 14.07 1.05 15.30 1.09 17.76 1.16

70.0 6.08 0.71 7.38 0.75 8.69 0.78 9.99 0.82 13.60 1.08 14.83 1.11 17.29 1.18

71.6 5.92 0.72 7.22 0.76 8.53 0.79 9.83 0.83 13.41 1.09 14.64 1.12 17.10 1.19

75.2 5.76 0.73 7.06 0.76 8.37 0.80 9.67 0.83 13.22 1.10 14.45 1.13 16.91 1.20

77.0 5.68 0.73 6.98 0.77 8.29 0.80 9.59 0.84 13.13 1.10 14.36 1.14 16.82 1.21

80.6 5.52 0.74 6.82 0.78 8.13 0.81 9.43 0.85 12.94 1.11 14.17 1.15 16.63 1.22
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EDUS071718 Capacity Tables
60 Hz, 230 V
Cooling

Heating

AFR 10.3

BF 0.15

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 3.54 2.63 0.58 3.24 2.48 0.71 2.95 2.34 0.85 2.80 2.26 0.92 2.65 2.19 0.99 2.48 2.11 1.07

16.0 22.0 3.68 2.57 0.58 3.39 2.44 0.72 3.09 2.30 0.86 2.95 2.24 0.92 2.80 2.17 0.99 2.62 2.09 1.08

18.0 25.0 3.83 2.69 0.58 3.53 2.56 0.72 3.24 2.44 0.86 3.09 2.38 0.93 2.94 2.32 1.00 2.77 2.24 1.08

19.4 26.7 3.90 2.84 0.59 3.61 2.71 0.72 3.31 2.59 0.86 3.18 2.53 0.93 3.02 2.47 1.00 2.84 2.40 1.08

22.0 30.0 4.12 2.73 0.59 3.83 2.62 0.73 3.53 2.51 0.87 3.38 2.46 0.94 3.24 2.41 1.01 3.06 2.35 1.09

24.0 32.0 4.27 2.65 0.67 3.97 2.55 0.73 3.68 2.46 0.87 3.53 2.41 0.94 3.38 2.36 1.01 3.21 2.31 1.09

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 12.07 8.96 0.58 11.06 8.46 0.71 10.06 7.97 0.85 9.56 7.73 0.92 9.05 7.49 0.99 8.45 7.21 1.07

60.8 71.6 11.56 8.78 0.58 11.56 8.31 0.72 10.56 7.85 0.86 10.05 7.63 0.92 9.55 7.40 0.99 8.95 7.14 1.08

64.4 77.0 12.06 9.18 0.58 12.06 8.74 0.72 11.05 8.32 0.86 10.55 8.11 0.93 10.05 7.90 1.00 9.44 7.65 1.08

67.0 80.0 12.31 9.68 0.59 12.31 9.26 0.72 11.30 8.84 0.86 10.80 8.64 0.93 10.30 8.44 1.00 9.69 8.21 1.08

71.6 86.0 13.06 9.31 0.59 13.06 8.94 0.73 12.05 8.58 0.87 11.55 8.40 0.94 11.04 8.22 1.01 10.44 8.01 1.09

75.2 89.6 13.55 9.05 0.67 13.55 8.72 0.73 12.55 8.38 0.87 12.04 8.22 0.94 11.54 8.06 1.01 10.94 7.87 1.09

AFR 12.7

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 1.90 0.69 2.28 0.73 2.66 0.76 3.05 0.80 4.12 1.05 4.48 1.09 5.20 1.16

21.1 1.78 0.71 2.16 0.75 2.55 0.78 2.93 0.82 3.99 1.08 4.35 1.11 5.07 1.18

22.0 1.73 0.72 2.12 0.76 2.50 0.79 2.88 0.83 3.93 1.09 4.29 1.12 5.01 1.19

24.0 1.69 0.73 2.07 0.76 2.45 0.80 2.84 0.83 3.88 1.10 4.24 1.13 4.96 1.20

25.0 1.66 0.73 2.05 0.77 2.43 0.80 2.81 0.84 3.85 1.10 4.21 1.14 4.93 1.21

27.0 1.62 0.74 2.00 0.78 2.38 0.81 2.77 0.85 3.79 1.11 4.15 1.15 4.87 1.22

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 6.48 0.69 7.78 0.73 9.09 0.76 10.39 0.80 14.07 1.05 15.30 1.09 17.76 1.16

70.0 6.08 0.71 7.38 0.75 8.69 0.78 9.99 0.82 13.60 1.08 14.83 1.11 17.29 1.18

71.6 5.92 0.72 7.22 0.76 8.53 0.79 9.83 0.83 13.41 1.09 14.64 1.12 17.10 1.19

75.2 5.76 0.73 7.06 0.76 8.37 0.80 9.67 0.83 13.22 1.10 14.45 1.13 16.91 1.20

77.0 5.68 0.73 6.98 0.77 8.29 0.80 9.59 0.84 13.13 1.10 14.36 1.14 16.82 1.21

80.6 5.52 0.74 6.82 0.78 8.13 0.81 9.43 0.85 12.94 1.11 14.17 1.15 16.63 1.22
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Capacity Tables EDUS071718
C: 3D113020A

Symbols: Notes:
AFR : Airflow rate (m3/min.) 1.  shows nominal (rated) capacities and power input.

2. TC, PI and SHC must be calculated by interpolation using the figures in the 
above tables. (Figures out of the tables should not be used for calculation.)

3. Capacities are based on the following conditions.
Corresponding refrigerant piping length : 25 ft (7.6 m)
Level difference : 0 ft (0 m)

BF : Bypass factor

EWB : Entering wet bulb temp. (°C) / (°F)

EDB : Entering dry bulb temp. (°C) / (°F)

TC : Total capacity (kW) / (kBtu/h)

SHC : Sensible heat capacity (kW) / (kBtu/h)

PI : Power input (kW)
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EDUS071718 Capacity Tables
FDMQ15RVJU + RX15RMVJU

60 Hz, 208 V
Cooling

Heating

AFR 13.1

BF 0.08

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 4.72 3.53 0.70 4.32 3.34 0.87 3.93 3.15 1.04 3.73 3.06 1.12 3.54 2.96 1.21 3.30 2.85 1.31

16.0 22.0 4.91 3.46 0.71 4.52 3.28 0.87 4.13 3.10 1.04 3.93 3.02 1.13 3.73 2.93 1.21 3.50 2.83 1.31

18.0 25.0 5.11 3.63 0.71 4.71 3.46 0.88 4.32 3.29 1.05 4.12 3.21 1.13 3.93 3.13 1.22 3.69 3.03 1.32

19.4 26.7 5.20 3.83 0.71 4.81 3.66 0.88 4.42 3.50 1.05 4.23 3.43 1.13 4.02 3.35 1.22 3.79 3.26 1.32

22.0 30.0 5.49 3.68 0.72 5.10 3.54 0.89 4.71 3.40 1.06 4.51 3.33 1.14 4.32 3.26 1.23 4.08 3.18 1.33

24.0 32.0 5.69 3.59 0.81 5.30 3.45 0.89 4.90 3.33 1.06 4.71 3.26 1.15 4.51 3.20 1.23 4.27 3.13 1.33

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 16.09 12.06 0.70 14.75 11.39 0.87 13.41 10.74 1.04 12.74 10.43 1.12 12.07 10.11 1.21 11.27 9.74 1.31

60.8 71.6 16.76 11.82 0.71 15.42 11.20 0.87 14.08 10.59 1.04 13.40 10.29 1.13 12.73 10.00 1.21 11.93 9.65 1.31

64.4 77.0 17.42 12.38 0.71 16.08 11.80 0.88 14.74 11.23 1.05 14.07 10.95 1.13 13.40 10.68 1.22 12.59 10.35 1.32

67.0 80.0 17.75 13.06 0.71 16.41 12.50 0.88 15.07 11.96 1.05 14.40 11.69 1.13 13.73 11.43 1.22 12.92 11.11 1.32

71.6 86.0 18.75 12.57 0.72 17.41 12.08 0.89 16.07 11.60 1.06 15.40 11.36 1.14 14.72 11.13 1.23 13.92 10.85 1.33

75.2 89.6 19.41 12.23 0.81 18.07 11.78 0.89 16.73 11.35 1.06 16.06 11.13 1.15 15.39 10.92 1.23 14.58 10.67 1.33

AFR 16.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 2.51 0.89 3.02 0.94 3.53 0.98 4.03 1.03 5.46 1.36 5.93 1.40 6.89 1.49

21.1 2.36 0.92 2.86 0.96 3.37 1.01 3.88 1.06 5.28 1.39 5.75 1.43 6.66 1.51

22.0 2.30 0.93 2.80 0.97 3.31 1.02 3.81 1.07 5.20 1.40 5.68 1.45 6.56 1.51

24.0 2.23 0.94 2.74 0.98 3.25 1.03 3.75 1.08 5.13 1.41 5.61 1.46 6.46 1.51

25.0 2.20 0.94 2.71 0.99 3.22 1.04 3.72 1.08 5.09 1.42 5.57 1.47 6.41 1.51

27.0 2.14 0.95 2.65 1.00 3.15 1.05 3.66 1.09 5.02 1.43 5.50 1.48 6.31 1.51

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 8.57 0.89 10.30 0.94 12.03 0.98 13.75 1.03 18.62 1.36 20.25 1.40 23.50 1.49

70.0 8.04 0.92 9.77 0.96 11.50 1.01 13.23 1.06 18.00 1.39 19.63 1.43 22.73 1.51

71.6 7.83 0.93 9.56 0.97 11.29 1.02 13.02 1.07 17.75 1.40 19.38 1.45 22.38 1.51

75.2 7.62 0.94 9.35 0.98 11.08 1.03 12.80 1.08 17.50 1.41 19.13 1.46 22.03 1.51

77.0 7.52 0.94 9.24 0.99 10.97 1.04 12.70 1.08 17.38 1.42 19.00 1.47 21.85 1.51

80.6 7.30 0.95 9.03 1.00 10.76 1.05 12.49 1.09 17.13 1.43 18.76 1.48 21.51 1.51
Split Type Air Conditioners FDMQ-R Series 23



Capacity Tables EDUS071718
60 Hz, 230 V
Cooling

Heating

AFR 13.1

BF 0.08

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 4.72 3.53 0.70 4.32 3.34 0.87 3.93 3.15 1.04 3.73 3.06 1.12 3.54 2.96 1.21 3.30 2.85 1.31

16.0 22.0 4.91 3.46 0.71 4.52 3.28 0.87 4.13 3.10 1.04 3.93 3.02 1.13 3.73 2.93 1.21 3.50 2.83 1.31

18.0 25.0 5.11 3.63 0.71 4.71 3.46 0.88 4.32 3.29 1.05 4.12 3.21 1.13 3.93 3.13 1.22 3.69 3.03 1.32

19.4 26.7 5.20 3.83 0.71 4.81 3.66 0.88 4.42 3.50 1.05 4.23 3.43 1.13 4.02 3.35 1.22 3.79 3.26 1.32

22.0 30.0 5.49 3.68 0.72 5.10 3.54 0.89 4.71 3.40 1.06 4.51 3.33 1.14 4.32 3.26 1.23 4.08 3.18 1.33

24.0 32.0 5.69 3.59 0.81 5.30 3.45 0.89 4.90 3.33 1.06 4.71 3.26 1.15 4.51 3.20 1.23 4.27 3.13 1.33

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 16.09 12.06 0.70 14.75 11.39 0.87 13.41 10.74 1.04 12.74 10.43 1.12 12.07 10.11 1.21 11.27 9.74 1.31

60.8 71.6 16.76 11.82 0.71 15.42 11.20 0.87 14.08 10.59 1.04 13.40 10.29 1.13 12.73 10.00 1.21 11.93 9.65 1.31

64.4 77.0 17.42 12.38 0.71 16.08 11.80 0.88 14.74 11.23 1.05 14.07 10.95 1.13 13.40 10.68 1.22 12.59 10.35 1.32

67.0 80.0 17.75 13.06 0.71 16.41 12.50 0.88 15.07 11.96 1.05 14.40 11.69 1.13 13.73 11.43 1.22 12.92 11.11 1.32

71.6 86.0 18.75 12.57 0.72 17.41 12.08 0.89 16.07 11.60 1.06 15.40 11.36 1.14 14.72 11.13 1.23 13.92 10.85 1.33

75.2 89.6 19.41 12.23 0.81 18.07 11.78 0.89 16.73 11.35 1.06 16.06 11.13 1.15 15.39 10.92 1.23 14.58 10.67 1.33

AFR 16.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 2.51 0.89 3.02 0.94 3.53 0.98 4.03 1.03 5.46 1.36 5.93 1.40 6.89 1.49

21.1 2.36 0.92 2.86 0.96 3.37 1.01 3.88 1.06 5.28 1.39 5.75 1.43 6.71 1.53

22.0 2.30 0.93 2.80 0.97 3.31 1.02 3.81 1.07 5.20 1.40 5.68 1.45 6.63 1.54

24.0 2.23 0.94 2.74 0.98 3.25 1.03 3.75 1.08 5.13 1.41 5.61 1.46 6.56 1.55

25.0 2.20 0.94 2.71 0.99 3.22 1.04 3.72 1.08 5.09 1.42 5.57 1.47 6.52 1.56

27.0 2.14 0.95 2.65 1.00 3.15 1.05 3.66 1.09 5.02 1.43 5.50 1.48 6.45 1.57

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 8.57 0.89 10.30 0.94 12.03 0.98 13.75 1.03 18.62 1.36 20.25 1.40 23.50 1.49

70.0 8.04 0.92 9.77 0.96 11.50 1.01 13.23 1.06 18.00 1.39 19.63 1.43 22.88 1.53

71.6 7.83 0.93 9.56 0.97 11.29 1.02 13.02 1.07 17.75 1.40 19.38 1.45 22.63 1.54

75.2 7.62 0.94 9.35 0.98 11.08 1.03 12.80 1.08 17.50 1.41 19.13 1.46 22.38 1.55

77.0 7.52 0.94 9.24 0.99 10.97 1.04 12.70 1.08 17.38 1.42 19.00 1.47 22.26 1.56

80.6 7.30 0.95 9.03 1.00 10.76 1.05 12.49 1.09 17.13 1.43 18.76 1.48 22.01 1.57
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EDUS071718 Capacity Tables
C: 3D113021A

Symbols: Notes:
AFR : Airflow rate (m3/min.) 1.  shows nominal (rated) capacities and power input.

2. TC, PI and SHC must be calculated by interpolation using the figures in the 
above tables. (Figures out of the tables should not be used for calculation.)

3. Capacities are based on the following conditions.
Corresponding refrigerant piping length : 25 ft (7.6 m)
Level difference : 0 ft (0 m)

BF : Bypass factor

EWB : Entering wet bulb temp. (°C) / (°F)

EDB : Entering dry bulb temp. (°C) / (°F)

TC : Total capacity (kW) / (kBtu/h)

SHC : Sensible heat capacity (kW) / (kBtu/h)

PI : Power input (kW)
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Capacity Tables EDUS071718
FDMQ18RVJU + RX18RMVJU

60 Hz, 208 V
Cooling

Heating

AFR 18.0

BF 0.11

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 5.77 4.45 0.87 5.28 4.21 1.08 4.80 3.99 1.29 4.56 3.87 1.39 4.32 3.76 1.50 3.30 3.30 1.40

16.0 22.0 6.00 4.36 0.88 5.52 4.14 1.09 5.04 3.93 1.29 4.80 3.82 1.40 4.56 3.72 1.50 3.52 3.28 1.40

18.0 25.0 6.24 4.58 0.88 5.76 4.38 1.09 5.28 4.18 1.30 5.04 4.09 1.40 4.80 3.99 1.51 3.73 3.57 1.40

19.4 26.7 6.36 4.86 0.89 5.88 4.66 1.10 5.40 4.47 1.30 5.16 4.38 1.41 4.92 4.28 1.51 3.84 3.88 1.40

22.0 30.0 6.72 4.68 0.90 6.24 4.51 1.11 5.75 4.34 1.31 5.51 4.26 1.42 5.27 4.18 1.52 4.17 3.81 1.40

24.0 32.0 6.95 4.56 1.01 6.47 4.40 1.11 5.99 4.25 1.32 5.75 4.18 1.42 5.51 4.10 1.53 4.38 3.76 1.40

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 19.67 15.17 0.87 18.03 14.38 1.08 16.39 13.60 1.29 15.57 13.22 1.39 14.75 12.84 1.50 11.25 11.26 1.40

60.8 71.6 20.48 14.88 0.88 18.84 14.13 1.09 17.20 13.41 1.29 16.38 13.05 1.40 15.56 12.69 1.50 11.99 11.19 1.40

64.4 77.0 21.29 15.64 0.88 19.65 14.95 1.09 18.01 14.28 1.30 17.19 13.94 1.40 16.38 13.61 1.51 12.73 12.19 1.40

67.0 80.0 21.70 16.57 0.89 20.06 15.90 1.10 18.42 15.25 1.30 17.60 14.93 1.41 16.78 14.61 1.51 13.11 13.23 1.40

71.6 86.0 22.91 15.97 0.90 21.27 15.39 1.11 19.64 14.81 1.31 18.82 14.53 1.42 18.00 14.25 1.52 14.22 13.00 1.40

75.2 89.6 23.72 15.56 1.01 22.09 15.03 1.11 20.45 14.51 1.32 19.63 14.25 1.42 18.81 13.99 1.53 14.96 12.83 1.40

AFR 21.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 3.01 1.07 3.62 1.13 4.23 1.18 4.84 1.24 6.55 1.63 7.12 1.68 8.26 1.79

21.1 2.83 1.10 3.44 1.16 4.04 1.21 4.65 1.27 6.33 1.67 6.90 1.72 8.05 1.83

22.0 2.75 1.11 3.36 1.17 3.97 1.22 4.58 1.28 6.24 1.68 6.82 1.74 7.96 1.85

24.0 2.68 1.13 3.29 1.18 3.90 1.24 4.50 1.29 6.16 1.70 6.73 1.75 7.87 1.86

25.0 2.64 1.13 3.25 1.19 3.86 1.24 4.47 1.30 6.11 1.70 6.68 1.76 7.83 1.87

27.0 2.57 1.14 3.18 1.20 3.78 1.25 4.39 1.31 6.02 1.72 6.60 1.77 7.74 1.88

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 10.29 1.07 12.36 1.13 14.43 1.18 16.51 1.24 22.35 1.63 24.30 1.68 28.20 1.79

70.0 9.65 1.10 11.73 1.16 13.80 1.21 15.87 1.27 21.60 1.67 23.55 1.72 27.45 1.83

71.6 9.40 1.11 11.47 1.17 13.55 1.22 15.62 1.28 21.30 1.68 23.25 1.74 27.16 1.85

75.2 9.15 1.13 11.22 1.18 13.29 1.24 15.37 1.29 21.00 1.70 22.95 1.75 26.86 1.86

77.0 9.02 1.13 11.09 1.19 13.17 1.24 15.24 1.30 20.85 1.70 22.81 1.76 26.71 1.87

80.6 8.77 1.14 10.84 1.20 12.91 1.25 14.98 1.31 20.56 1.72 22.51 1.77 26.41 1.88
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EDUS071718 Capacity Tables
60 Hz, 230 V
Cooling

Heating

AFR 18.0

BF 0.11

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 5.77 4.45 0.87 5.28 4.21 1.08 4.80 3.99 1.29 4.56 3.87 1.39 4.32 3.76 1.50 3.79 3.52 1.55

16.0 22.0 6.00 4.36 0.88 5.52 4.14 1.09 5.04 3.93 1.29 4.80 3.82 1.40 4.56 3.72 1.50 4.00 3.48 1.55

18.0 25.0 6.24 4.58 0.88 5.76 4.38 1.09 5.28 4.18 1.30 5.04 4.09 1.40 4.80 3.99 1.51 4.22 3.76 1.55

19.4 26.7 6.36 4.86 0.89 5.88 4.66 1.10 5.40 4.47 1.30 5.16 4.38 1.41 4.92 4.28 1.51 4.33 4.06 1.55

22.0 30.0 6.72 4.68 0.90 6.24 4.51 1.11 5.75 4.34 1.31 5.51 4.26 1.42 5.27 4.18 1.52 4.65 3.97 1.55

24.0 32.0 6.95 4.56 1.01 6.47 4.40 1.11 5.99 4.25 1.32 5.75 4.18 1.42 5.51 4.10 1.53 4.87 3.90 1.55

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 19.67 15.17 0.87 18.03 14.38 1.08 16.39 13.60 1.29 15.57 13.22 1.39 14.75 12.84 1.50 12.92 12.00 1.55

60.8 71.6 20.48 14.88 0.88 18.84 14.13 1.09 17.20 13.41 1.29 16.38 13.05 1.40 15.56 12.69 1.50 13.66 11.88 1.55

64.4 77.0 21.29 15.64 0.88 19.65 14.95 1.09 18.01 14.28 1.30 17.19 13.94 1.40 16.38 13.61 1.51 14.40 12.83 1.55

67.0 80.0 21.70 16.57 0.89 20.06 15.90 1.10 18.42 15.25 1.30 17.60 14.93 1.41 16.78 14.61 1.51 14.77 13.85 1.55

71.6 86.0 22.91 15.97 0.90 21.27 15.39 1.11 19.64 14.81 1.31 18.82 14.53 1.42 18.00 14.25 1.52 15.88 13.54 1.55

75.2 89.6 23.72 15.56 1.01 22.09 15.03 1.11 20.45 14.51 1.32 19.63 14.25 1.42 18.81 13.99 1.53 16.62 13.32 1.55

AFR 21.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 3.01 1.07 3.62 1.13 4.23 1.18 4.84 1.24 6.55 1.63 7.12 1.68 8.26 1.79

21.1 2.83 1.10 3.44 1.16 4.04 1.21 4.65 1.27 6.33 1.67 6.90 1.72 8.05 1.83

22.0 2.75 1.11 3.36 1.17 3.97 1.22 4.58 1.28 6.24 1.68 6.82 1.74 7.96 1.85

24.0 2.68 1.13 3.29 1.18 3.90 1.24 4.50 1.29 6.16 1.70 6.73 1.75 7.87 1.86

25.0 2.64 1.13 3.25 1.19 3.86 1.24 4.47 1.30 6.11 1.70 6.68 1.76 7.83 1.87

27.0 2.57 1.14 3.18 1.20 3.78 1.25 4.39 1.31 6.02 1.72 6.60 1.77 7.74 1.88

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 10.29 1.07 12.36 1.13 14.43 1.18 16.51 1.24 22.35 1.63 24.30 1.68 28.20 1.79

70.0 9.65 1.10 11.73 1.16 13.80 1.21 15.87 1.27 21.60 1.67 23.55 1.72 27.45 1.83

71.6 9.40 1.11 11.47 1.17 13.55 1.22 15.62 1.28 21.30 1.68 23.25 1.74 27.16 1.85

75.2 9.15 1.13 11.22 1.18 13.29 1.24 15.37 1.29 21.00 1.70 22.95 1.75 26.86 1.86

77.0 9.02 1.13 11.09 1.19 13.17 1.24 15.24 1.30 20.85 1.70 22.81 1.76 26.71 1.87

80.6 8.77 1.14 10.84 1.20 12.91 1.25 14.98 1.31 20.56 1.72 22.51 1.77 26.41 1.88
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Capacity Tables EDUS071718
C: 3D113022A

Symbols: Notes:
AFR : Airflow rate (m3/min.) 1.  shows nominal (rated) capacities and power input.

2. TC, PI and SHC must be calculated by interpolation using the figures in the 
above tables. (Figures out of the tables should not be used for calculation.)

3. Capacities are based on the following conditions.
Corresponding refrigerant piping length : 25 ft (7.6 m)
Level difference : 0 ft (0 m)

BF : Bypass factor

EWB : Entering wet bulb temp. (°C) / (°F)

EDB : Entering dry bulb temp. (°C) / (°F)

TC : Total capacity (kW) / (kBtu/h)

SHC : Sensible heat capacity (kW) / (kBtu/h)

PI : Power input (kW)
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EDUS071718 Capacity Tables
FDMQ24RVJU + RX24RMVJU

60 Hz, 208 V
Cooling

Heating

AFR 19.92

BF 0.16

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 7.14 5.21 1.08 6.55 4.91 1.34 5.95 4.61 1.60 5.65 4.47 1.72 5.36 4.33 1.85 4.36 3.86 1.82

16.0 22.0 7.44 5.11 1.09 6.84 4.82 1.35 6.25 4.55 1.60 5.95 4.41 1.73 5.65 4.28 1.86 4.63 3.83 1.82

18.0 25.0 7.73 5.32 1.10 7.13 5.06 1.35 6.54 4.80 1.61 6.24 4.68 1.74 5.94 4.55 1.87 4.90 4.13 1.82

19.4 26.7 7.88 5.60 1.10 7.28 5.34 1.36 6.69 5.10 1.62 6.39 4.98 1.74 6.09 4.86 1.87 5.04 4.44 1.82

22.0 30.0 8.32 5.38 1.11 7.72 5.16 1.37 7.13 4.94 1.63 6.83 4.83 1.76 6.53 4.72 1.88 5.44 4.35 1.82

24.0 32.0 8.61 5.23 1.12 8.02 5.02 1.38 7.42 4.82 1.63 7.13 4.73 1.76 6.83 4.63 1.89 5.71 4.28 1.82

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 24.36 17.78 1.08 22.33 16.75 1.34 20.30 15.75 1.60 19.29 15.25 1.72 18.27 14.77 1.85 14.89 13.19 1.82

60.8 71.6 25.37 17.42 1.09 23.34 16.46 1.35 21.31 15.52 1.60 20.29 15.05 1.73 19.28 14.60 1.86 15.81 13.08 1.82

64.4 77.0 26.37 18.16 1.10 24.34 17.27 1.35 22.31 16.39 1.61 21.30 15.96 1.74 20.28 15.54 1.87 16.72 14.09 1.82

67.0 80.0 26.88 19.10 1.10 24.85 18.23 1.36 22.82 17.39 1.62 21.80 16.98 1.74 20.78 16.57 1.87 17.18 15.16 1.82

71.6 86.0 28.38 18.36 1.11 26.35 17.59 1.37 24.32 16.85 1.63 23.31 16.48 1.76 22.29 16.12 1.88 18.56 14.83 1.82

75.2 89.6 29.39 17.83 1.12 27.36 17.14 1.38 25.33 16.46 1.63 24.31 16.12 1.76 23.30 15.79 1.89 19.48 14.59 1.82

AFR 25.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 3.35 1.19 4.02 1.25 4.70 1.31 5.38 1.37 7.28 1.81 7.91 1.87 9.18 1.99

21.1 3.14 1.22 3.82 1.29 4.49 1.35 5.17 1.41 7.02 1.85 7.67 1.91 8.94 2.03

22.0 3.06 1.24 3.74 1.30 4.41 1.36 5.09 1.42 6.94 1.87 7.57 1.93 8.84 2.05

24.0 2.98 1.25 3.65 1.31 4.33 1.37 5.00 1.43 6.84 1.88 7.48 1.95 8.75 2.07

25.0 2.94 1.26 3.61 1.32 4.29 1.38 4.96 1.44 6.79 1.89 7.43 1.95 8.70 2.08

27.0 2.85 1.27 3.53 1.33 4.20 1.39 4.88 1.45 6.69 1.91 7.33 1.97 8.60 2.09

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 11.43 1.19 13.73 1.25 16.04 1.31 18.34 1.37 24.83 1.81 27.00 1.87 31.33 1.99

70.0 10.73 1.22 13.03 1.29 15.33 1.35 17.64 1.41 24.00 1.85 26.17 1.91 30.50 2.03

71.6 10.44 1.24 12.75 1.30 15.05 1.36 17.35 1.42 23.67 1.87 25.84 1.93 30.17 2.05

75.2 10.16 1.25 12.47 1.31 14.77 1.37 17.07 1.43 23.34 1.88 25.51 1.95 29.84 2.07

77.0 10.02 1.26 12.32 1.32 14.63 1.38 16.93 1.44 23.17 1.89 25.34 1.95 29.68 2.08

80.6 9.74 1.27 12.04 1.33 14.35 1.39 16.65 1.45 22.84 1.91 25.01 1.97 29.34 2.09
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Capacity Tables EDUS071718
60 Hz, 230 V
Cooling

Heating

AFR 19.92

BF 0.16

Temp: Celsius
TC, SHC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CDB)

EWB EDB 10 20 30 35 40 46

°C °C TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

14.0 20.0 7.14 5.21 1.08 6.55 4.91 1.34 5.95 4.61 1.60 5.65 4.47 1.72 5.36 4.33 1.85 5.00 4.16 2.01

16.0 22.0 7.44 5.11 1.09 6.84 4.82 1.35 6.25 4.55 1.60 5.95 4.41 1.73 5.65 4.28 1.86 5.27 4.11 2.01

18.0 25.0 7.73 5.32 1.10 7.13 5.06 1.35 6.54 4.80 1.61 6.24 4.68 1.74 5.94 4.55 1.87 5.54 4.38 2.01

19.4 26.7 7.88 5.60 1.10 7.28 5.34 1.36 6.69 5.10 1.62 6.39 4.98 1.74 6.09 4.86 1.87 5.67 4.69 2.01

22.0 30.0 8.32 5.38 1.11 7.72 5.16 1.37 7.13 4.94 1.63 6.83 4.83 1.76 6.53 4.72 1.88 6.07 4.56 2.01

24.0 32.0 8.61 5.23 1.12 8.02 5.02 1.38 7.42 4.82 1.63 7.13 4.73 1.76 6.83 4.63 1.89 6.34 4.47 2.01

Temp: Fahrenheit
TC, SHC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FDB)

EWB EDB 50 68 86 95 104 115

°F °F TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI TC SHC PI

57.2 68.0 24.36 17.78 1.08 22.33 16.75 1.34 20.30 15.75 1.60 19.29 15.25 1.72 18.27 14.77 1.85 17.05 14.19 2.01

60.8 71.6 25.37 17.42 1.09 23.34 16.46 1.35 21.31 15.52 1.60 20.29 15.05 1.73 19.28 14.60 1.86 17.97 14.02 2.01

64.4 77.0 26.37 18.16 1.10 24.34 17.27 1.35 22.31 16.39 1.61 21.30 15.96 1.74 20.28 15.54 1.87 18.89 14.96 2.01

67.0 80.0 26.88 19.10 1.10 24.85 18.23 1.36 22.82 17.39 1.62 21.80 16.98 1.74 20.78 16.57 1.87 19.34 15.99 2.01

71.6 86.0 28.38 18.36 1.11 26.35 17.59 1.37 24.32 16.85 1.63 23.31 16.48 1.76 22.29 16.12 1.88 20.72 15.57 2.01

75.2 89.6 29.39 17.83 1.12 27.36 17.14 1.38 25.33 16.46 1.63 24.31 16.12 1.76 23.30 15.79 1.89 21.64 15.26 2.01

AFR 25.6

Temp: Celsius
TC, PI: kW

 INDOOR OUTDOOR TEMPERATURE (°CWB)

EDB –15 –10 –5 0 6 10 18

°C TC PI TC PI TC PI TC PI TC PI TC PI TC PI

15.0 3.35 1.19 4.02 1.25 4.70 1.31 5.38 1.37 7.28 1.81 7.91 1.87 9.18 1.99

21.1 3.14 1.22 3.82 1.29 4.49 1.35 5.17 1.41 7.02 1.85 7.67 1.91 8.94 2.03

22.0 3.06 1.24 3.74 1.30 4.41 1.36 5.09 1.42 6.94 1.87 7.57 1.93 8.84 2.05

24.0 2.98 1.25 3.65 1.31 4.33 1.37 5.00 1.43 6.84 1.88 7.48 1.95 8.75 2.07

25.0 2.94 1.26 3.61 1.32 4.29 1.38 4.96 1.44 6.79 1.89 7.43 1.95 8.70 2.08

27.0 2.85 1.27 3.53 1.33 4.20 1.39 4.88 1.45 6.69 1.91 7.33 1.97 8.60 2.09

Temp: Fahrenheit
TC: kBtu/h
PI: kW

 INDOOR OUTDOOR TEMPERATURE (°FWB)

EDB 5 14 23 32 43 50 64

°F TC PI TC PI TC PI TC PI TC PI TC PI TC PI

59.0 11.43 1.19 13.73 1.25 16.04 1.31 18.34 1.37 24.83 1.81 27.00 1.87 31.33 1.99

70.0 10.73 1.22 13.03 1.29 15.33 1.35 17.64 1.41 24.00 1.85 26.17 1.91 30.50 2.03

71.6 10.44 1.24 12.75 1.30 15.05 1.36 17.35 1.42 23.67 1.87 25.84 1.93 30.17 2.05

75.2 10.16 1.25 12.47 1.31 14.77 1.37 17.07 1.43 23.34 1.88 25.51 1.95 29.84 2.07

77.0 10.02 1.26 12.32 1.32 14.63 1.38 16.93 1.44 23.17 1.89 25.34 1.95 29.68 2.08

80.6 9.74 1.27 12.04 1.33 14.35 1.39 16.65 1.45 22.84 1.91 25.01 1.97 29.34 2.09
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EDUS071718 Capacity Tables
C: 3D113023B

Symbols: Notes:
AFR : Airflow rate (m3/min.) 1.  shows nominal (rated) capacities and power input.

2. TC, PI and SHC must be calculated by interpolation using the figures in the 
above tables. (Figures out of the tables should not be used for calculation.)

3. Capacities are based on the following conditions.
Corresponding refrigerant piping length : 25 ft (7.6 m)
Level difference : 0 ft (0 m)

BF : Bypass factor

EWB : Entering wet bulb temp. (°C) / (°F)

EDB : Entering dry bulb temp. (°C) / (°F)

TC : Total capacity (kW) / (kBtu/h)

SHC : Sensible heat capacity (kW) / (kBtu/h)

PI : Power input (kW)
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Capacity Tables EDUS071718
7.1 Capacity Correction Factor by the Length of Refrigerant Piping (Reference)
The cooling capacity and the heating capacity of the unit have to be corrected in accordance with the length of 
refrigerant piping — the distance between the indoor unit and the outdoor unit.

<— line : cooling capacity>
<--- line : heating capacity>

7.1.1 09/12 Class

7.1.2 15/18 Class
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additional charge
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EDUS071718 Capacity Tables
7.1.3 24 Class

Note: The graphs show the factor when additional refrigerant of the proper quantity is charged.

5 10 15 20 25 30
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Piping length

(m)

C
ap

ac
ity

 c
or

re
ct

io
n 

fa
ct

or

100

90

80

(%)

Range of the refrigerant additional charge

16.4 32.8 49.2 65.6 82.0 98.4(ft)
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Operation Limit EDUS071718
8. Operation Limit

RX09/12/15/18/24RMVJU

Heating
Cooling 70
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Indoor temp. (˚FWB) 866850

Indoor temp. (˚FDB)

25ft
0ft

Notes)
1. The graphs are based 

on the following conditions.
· Equivalent piping length
· Level difference

2. Facility Setting (cooling at low outdoor temperature: only for RX model)
This function is limited only for facilities (the target of air conditioning is equipment such as computer).
Never use it in a residence or office (The space where there is a human).
Indoor fan tap should be fixed to high.

· Cutting jumper 6 (J6) on the circuit board
· Installing an air direction adjustment grille (wind baffle) (sold separately)

: extend the operation range to 14˚F (-10˚C).
: extend the operation range to -4˚F (-20˚C). 3D092209D
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EDUS071718 Fan Characteristics
9. Fan Characteristics
9.1 External Static Pressure

FDMQ09RVJU
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Fan Characteristics EDUS071718
FDMQ12RVJU
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EDUS071718 Fan Characteristics
FDMQ15RVJU
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Fan Characteristics EDUS071718
FDMQ18RVJU
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EDUS071718 Fan Characteristics
FDMQ24RVJU
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Fan Characteristics EDUS071718
9.2 Airflow Auto Adjustment

FDMQ09RVJU

FDMQ12RVJU
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EDUS071718 Fan Characteristics
FDMQ15RVJU

FDMQ18RVJU
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Fan Characteristics EDUS071718
FDMQ24RVJU
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EDUS071718 Sound Level
10.Sound Level
10.1 Measuring Location

Notes: 1. Operation sound is measured in an anechoic chamber.
2. The data are based on the conditions shown in the table below.

10.2 Indoor Unit

FDMQ09RVJU

Indoor Unit Outdoor Unit

DUCT

MICROPHONE

DUCT

6.6 ft 
(2 m)

3.3 ft 
(1 m)

4.
9 

ft 
(1

.5
 m

)

(1 m)
3.3 ft

MICROPHONE

Cooling Heating Piping Length
Indoor ; 80°FDB (26.7°CDB) / 

67°FWB (19.4°CWB)
Outdoor ; 95°FDB (35°CDB) /

75°FWB (24°CWB)

Indoor ; 70°FDB (21°CDB) /
60°FWB (15.6°CWB)

Outdoor ; 47°FDB (8.3°CDB) /
43°FWB (6°CWB)

16.4 ft (5 m)
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Sound Level EDUS071718
FDMQ12RVJU

FDMQ15RVJU

FDMQ18RVJU
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EDUS071718 Sound Level
FDMQ24RVJU

10.3 Outdoor Unit

RX09RMVJU

RX12RMVJU
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Sound Level EDUS071718
RX15RMVJU

RX18RMVJU

RX24RMVJU
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EDUS071718 Electric Characteristics
11.Electric Characteristics

C: 3D112975

Unit Combination Power Supply Compressor OFM IFM

Indoor Unit Outdoor Unit Hz - Volts Voltage Range MCA MFA RLA W FLA W FLA

FDMQ09RVJU RX09RMVJU
60 - 208 Max. 60 Hz 253 V

Min. 60 Hz 187 V 9.0 15 7.5 39 0.13 130 0.63
60 - 230

FDMQ12RVJU RX12RMVJU
60 - 208 Max. 60 Hz 253 V

Min. 60 Hz 187 V 9.1 15 7.5 39 0.13 130 0.73
60 - 230

FDMQ15RVJU RX15RMVJU
60 - 208 Max. 60 Hz 253 V

Min. 60 Hz 187 V 9.7 15 8.0 91 0.31 230 0.87
60 - 230

FDMQ18RVJU RX18RMVJU
60 - 208 Max. 60 Hz 253 V

Min. 60 Hz 187 V 12.8 15 10.75 110 0.38 230 1.22
60 - 230

FDMQ24RVJU RX24RMVJU
60 - 208 Max. 60 Hz 253 V

Min. 60 Hz 187 V 16.9 20 14.5 125 0.43 230 1.54
60 - 230

Symbols: Notes:
MCA : Min. circuit amps (A) 1. RLA is the max current that comes in cooling operation and heating 

operation.
2. Maximum allowable voltage variation between phases is 2%.
3. Select wire size based on the larger value of MCA.
4. Be sure to install a ground leak detector.

(This unit uses an inverter, which means that a ground leak detector 
capable of handling high harmonics must be used in order to prevent 
malfunctioning of the ground leak detector.)

MFA : Max. fuse amps (A)

RLA : Rated load amps (A)

OFM : Outdoor fan motor

IFM : Indoor fan motor

W : Fan motor rated output (W)

FLA : Full load amps (A)
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12.Installation Manual
12.1 Indoor Unit
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12.2 <BRC1E73> Wired Remote Controller
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112 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 113



Operation Manual EDUS071718
114 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 115



Operation Manual EDUS071718
116 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 117



Operation Manual EDUS071718
118 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 119



Operation Manual EDUS071718
120 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 121



Operation Manual EDUS071718
122 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 123



Operation Manual EDUS071718
124 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 125



Operation Manual EDUS071718
126 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 127



Operation Manual EDUS071718
128 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 129



Operation Manual EDUS071718
130 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 131



Operation Manual EDUS071718
132 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 133



Operation Manual EDUS071718
134 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 135



Operation Manual EDUS071718
136 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 137



Operation Manual EDUS071718
138 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 139



Operation Manual EDUS071718
140 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 141



Operation Manual EDUS071718
142 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 143



Operation Manual EDUS071718
144 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 145



Operation Manual EDUS071718
146 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 147



Operation Manual EDUS071718
148 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 149



Operation Manual EDUS071718
150 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 151



Operation Manual EDUS071718
152 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 153



Operation Manual EDUS071718
154 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 155



Operation Manual EDUS071718
156 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 157



Operation Manual EDUS071718
158 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
Split Type Air Conditioners FDMQ-R Series 159



Operation Manual EDUS071718
160 Split Type Air Conditioners FDMQ-R Series



EDUS071718 Operation Manual
3P243520-7Q
Split Type Air Conditioners FDMQ-R Series 161



Operation Manual EDUS071718
13.2 With <BRC082A43> Wireless Remote Controller
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14.1 Option List
14.1.1 Indoor Unit

14.1.2 Outdoor Unit

Note: Standard accessory

Option Name 09/12 Class 15/18/24 Class

1 Remote controller (required)
Wired type BRC1E73

Wireless type BRC082A43

2 High efficiency filter
65% KAFP632B56 KAFP632B80

90% KAFP633B56 KAFP633B80

3 Longlife filter KAFP631B56 KAFP631B80

4 Filter chamber KDDFP63B56 KDDFP63B80

5 Central remote controller DCS302C71

6 Unified ON/OFF controller DCS301C71

7 Schedule timer controller DST301BA61

8 Service panel

White KTBJ25K56W KTBJ25K80W

Fresh white KTBJ25K56F KTBJ25K80F

Brown KTBJ25K56T KTBJ25K80T

9 Air discharge adaptor KDAP25A56A KDAP25A71A

10 Shield plate for side plate KDBD63A160

11 Remote sensor KRCS01-4B

12 Remote controller loss prevention with chain KKF910A4

Option Name 09/12 Class 15/18/24 Class

1 Air direction adjustment grille KPW937E4 KPW063A4

2 Back protection wire net KKG067A41 KKG063A42

3 Drain plug KKP937A4

4 Drain pan heater FTDBHMS, FTDBHML, 
KEH067A41E, KEH063A4E

5 Snow hood (intake side plate) KPS067A41 KPS063A41

6 Snow hood (intake rear plate) KPS067A42 KPS063A44

7 Snow hood (outlet) KPS067A44 KPS063A47
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14.2 <KDDFP63B56/80> Filter Chamber
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14.3 <DCS302C71> Central Remote Controller
14.3.1 Installation Manual
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14.4 <DCS301C71> Unified ON/OFF Controller
14.4.1 Installation Manual
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14.5 <DST301BA61> Schedule Timer Controller
Enables you to connect and control weekly schedule for up to 128 indoor units all together.

14.5.1 Specifications / Dimensions

Simultaneous control of up to 128 indoor units is managed by a 
week schedule.
The start and stop time for twice a day can be set for the week 
in increments of 1 minute.
By combining with a central remote controller and schedule 
timer, you can construct a system that matches the size and use 
of the building.
If used together with a central remote controller, you can set up 
to 8 schedule patterns which can be distributed among zones as 
desired using the central remote controller.
Is equipped with a compensation function for power failure up to 
48 hours.
Features thin design of a mere 16 mm in thickness. (Uses JIS 
recessed box for 2.)
Wiring can be up to 1 km in length. Applicable wiring methods 
include bus and star in addition to crossover type.
Can be used in combination with other D-BACS equipment.

SPECIFICATIONS
Specifications

Outline drawings

Specifications and appearance subject to change without notice.

Display of time 12-hour digital display

Clock cycle type Quartz clock type

Clock accuracy Within ±30 sec./month (environmental temperature from 
15˚C to 35˚C)

Timer programming
Two pairs of programmed time for both system start and 
system off can be set in units of minute for each day of 
the week

Power failure compensation time Approximately 48 hours for a single occurrence of power 
failure (clock with No. of programmed time)

Size 120 (W) × 120 (H) × 53 (D) mm
(Width/Height/Depth)

Weight Approximately 210g

120 16 37

7112
0
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14.5.2 Installation Manual
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14.6 <KDAP25A56/71A> Air Discharge Adapter

3P399034-1
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14.7 <KDBD63A160> Shield Plate for Side Plate
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14.8 <KRCS01-4B> Remote Sensor

3 4 521

Notes

Accessories

1

2

Mounting

• Please check applicable kit model name by catalog etc.

• When installed on SkyAir Round-flow type models, the dehumidification by detection of humidity does not operate.

Check the following accessories.

Name Clamp

Shape

Quantity

Remote sensor 
(sensor box)

Extension cable 
(2-core, 12m)

Mounting screw 
(M4x16)

Installation 
manual

(this drawing)

x 1 x 1 x 2 x 2x 1

1) Selection of mounting location.
The thermistor for temperature detection is incorporated into the remote sensor. Select the mounting location taking the 
following cautions into account.

1  Where the average temperature of an air conditioned room can be detected.

2  Where it is not exposed to the direct sunlight.

3  Where it is not influenced by other heat sources.

4  Where it is not exposed to the direct discharge air from the air conditioner.

5  Where it is not exposed to the outdoor air infiltrated into the room by opening the door.

2) Mounting

<Cautions>

• Remove the cover of the sensor box.

1  Insert a flat blade screw driver into the sensor box concave part (2 locations).
2  Remove the cover pushing up the nail to the cover of the sensor box.

Do not push the nail powerfully with a narrow flat blade screw driver, 
because you may break off the nail.

about 6mm width 
flat blade screw driver
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42

2

2

32

5

45

2-M4

3

(a) When mounting on the wall
Thermal insulation material

Knockout hole for cable

Sensor box

Air hole

Released paper

Sensor box cover Wall surface mounting holes (unit: mm)

• Break open the knockout hole in the sensor box with a nipper or a similar tool. Pass the extension wires through the hole and 
fasten the wires to the terminals with screws.

• To avoid tensile force on the terminals, pass the attached clamp through the holes shown in the below right figure and tighten 
the extension cable with the attached clamp at the sheathed part. (The knot must come to the box inside.)

• Screw the sensor box securely to the wall surface with screws M4x16 (2 places).
If the sensor box cannot be screwed to wall surface, tear off the released paper and mount it on the wall surface.

Clamp (knot)
Extension cable

Sheathed part

Sensor box

Clamp hole

Fasten the terminals with 
care to prevent the wires 
from touching each other.

(b) For embedded wiring

Sensor box cover

Mounting screw

Sensor box
Metal plate 
(for single unit without hole) 
(field supplied)

Mounting frame which 
matches with the switch box 
(field supplied)

Extension cable

Through hole

Switch box (for single unit) 
(field supplied)

Sheathed part

Sensor box

Clamp (knot)

Thermal insulation material

• Pass the extension cable through the switch box cable hole and carry out the wiring.
• Pass the attached clamp through the clamp holes and tighten the extension cable at 

the sheathed part as shown in the upper right figure.
• Tap M4 screw holes in the metal plate (field supplied) as shown in the right 

drawing and mount the switch box on the metal plate.

32 2-M4

(1
20

)21

(70)

42

Holes to be tapped in the 
metal plate on site (unit: mm)

<Cautions>

• When wiring the extension cable, the air holes will not be blocked.
• When the extension cable is longer than necessary, cut it to the appropriate length, peel the insulation, attach the round crimp 

terminal for M3 (field supplied) and carry out the wiring. The length of insulation to be peeled off is as shown.
(Work carefully so that the connector side may not be cut.)

For M3
Round crimp terminal

5Mounting screw
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1

Wiring method

Caution!

Connect the extension cable connector side to the indoor unit PCB (printed circuit board) 
For connection to the indoor unit, follow the procedure shown below.

1) Make sure to turn off the power supply before starting the wiring work and do not turn on until all the work is completed.
Read also the installation manual and the wiring diagram of the indoor unit when carrying out the work.

2) When wiring the extension cable, do not pass where the extension cable may be affected by the power line or noise.

5) Since the connector marking of the thermistor for detection of inlet air temperature differ depending on the indoor unit type, 
make sure to check the indoor unit wiring diagram and follow it correctly.

6) Lay and clamp the extension cable inside the indoor unit switch box just like the low voltage line (cord for remote 
controller).
And do not pass where the extension cable inside the indoor unit switch box may be affected by the power line (cord for 
the indoor unit and the other electric line).

3) Make sure to securely connect the connectors.
Defective connection may result in incorrect detection of room temperature or malfunction.

4) Do not splice wires.

<Procedure>
1) When wiring to the indoor unit PCB, remove the existing thermistor (for detection of inlet air temperature) and then connect 

the extension cable.
When doing this work, make sure to check the symbol of connecting address on the PCB whether it is correct or not 
referring to the wiring diagram.

2) Lay and clamp the extension cable inside the indoor unit switch box just like the existing thermistor.
When doing this work, keep a certain distance between the high voltage wiring and the low voltage wiring to avoid error of 
sensor.
Provide protection of the existing cable for thermistor without affecting other components.

<For SkyAir and VRV>

Connector connection

Screwed terminal 
connection

Extension cable

Indoor unit

Connect

Remove

Extension cable

Indoor unit 
Printed circuit board (PCB)

Existing thermistor or 
humidity sensor

3) Fit the sensor box cover into the sensor box.

Operation test after mounting the sensor
Conduct cooling and heating operation test after the sensor is mounted and the wiring is completed.

3K019189-1D
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14.9 <KPW937E4> Air Direction Adjustment Grille
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14.10 <KPW063A4> Air Direction Adjustment Grille
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14.11 <KKG067A41> Back Protection Wire Net

3P397444-1
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14.12 <KKG063A42> Back Protection Wire Net

2P403095-1
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14.13 <FTDBHMS, FTDBHML, KEH067A41E, KEH063A4E> Drain Pan Heater
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14.14 <KPS067A41> Snow Hood (Intake Side Plate)
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14.15 <KPS067A42> Snow Hood (Intake Rear Plate)
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14.16 <KPS067A44> Snow Hood (Outlet)
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14.17 <KPS063A41> Snow Hood (Intake Side Plate)
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14.18 <KPS063A44> Snow Hood (Intake Rear Plate)
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1. Air conditioners should not be installed in areas where corrosive gases, such as acid gas or alkaline gas, are produced.
2. If the outdoor unit is to be installed close to the sea shore, direct exposure to the sea breeze should be avoided. If you need to install
    the outdoor unit close to the sea shore, contact your local distributor.

Cautions on product corrosion

Warning Ask a qualified installer or contractor to install this product. Do not try to install the product yourself. 
Improper installation can result in water or refrigerant leakage, electrical shock, fire or explosion.

Use only those parts and accessories supplied or specified by Daikin. Ask a qualified installer or 
contractor to install those parts and accessories. Use of unauthorized parts and accessories or 
improper installation of parts and accessories can result in water or refrigerant leakage, electrical 
shock, fire or explosion.

Read the user's manual carefully before using this product. The user's manual provides important 
safety instructions and warnings. Be sure to follow these instructions and warnings.

If you have any enquiries, please contact your local importer, distributor and/or retailer.

   All rights reservedc

Specifications, designs and other content appearing in this brochure are current as of December 2017 but subject to change without notice.
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